Specifications for Two Nos 10 KVA UPS

10 KVA on-line UPS (1 phase to 1 phase)

Voltage regulation +1%, Totally silent (noise level ≤ 40 dB)

Natural / Forced air cooled, Out-put ambient temperature 0 – 45°C

SMF Batteries (Exide / Reputed brand) to provide back up of 30 Minutes,

Power factor 0.8 lag to unity, Pure sine wave O/P, Short circuit protection by electronic sensing

Terms and Conditions –

1. Please submit the TECHNICAL and FINANCIAL bids in separate sealed envelopes. Mark the two envelopes clearly as “Technical Bid” and “Financial Bid”. Both the sealed envelopes should be sent in a single sealed envelope, clearly marked as “Quotations for Purchase of Two 10 KVA UPS due on 29-12-12”. The quote should reach the following address on or before 29-12-12, up to 5 PM.

Prof. A. K. Srivastava
Department of Biochemical Engineering and Biotechnology
Indian Institute of Technology Delhi
Hauz Khas, New Delhi-110016

2. Technical bid should contain compliance chart based on specifications as per NIQ, but must not contain any commercial information
3. The quotations should be valid for at least three months.
4. Please attach all the technical literature & a list of similar installations done in India.
5. The basic price Sales Tax, Excise duty, Other levis etc. should be clearly specified for the delivery of the UPS to IIT Delhi.
6. Free Installation should be provided
7. The warranty on the equipment should be clearly specified.
8. If the quote is being submitted by the representative of the Principals/manufacturer themselves, a valid Agency ship/Dealership Certificate authorizing the agent to quote to IIT Delhi on behalf of the Principals should be enclosed.
9. Clearly specify the installation requirements—such as space, power, frequency, environment (Temperature and humidity) etc.
10. The institute reserves the right to accept or reject any / all the quotations without assigning any reasons thereof.